TEST REPORT

Operator:
Novak
Dezider

Test site:

Hala-vyroba ATR
prevadzka 07

Instrument’s data
Type: TeraOhm 10kV
Model: Ml 3200

Ser.No.: 18290021
Producer: METREL d.d.

Report created on
16. 10. 2018

No Results

INSULATION RESISTANCE

R: >500GQ

U: 552V

I: 0.00nA

C: 0.0nF

Rmax: Q

Rmin: Q
Un: 500V

tm: OOmin 13s

2 1 Mdggégha hala
16.0ct.2018 15:54

INSULATION RESISTANCE

R: 2.02MQ
U: 541V
I: 268ud
C: F
Rmax: Q
Rmin: Q

| Un: 500V

tm: O0O0min 09s

Comments:

Meranie izolacie podla zakazky

Dakujeme, Ze vyuzivate nae sluzby.
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